OHL Training Basic
1 -12 August 2016

TRACTEBEL

CNGIC

D Confidential I__—I Restricted D Public



01

Generalities

August 2016



A. Requirements
EN 50341-1:2001

e The design working life of overhead lines is generally considered to be 50 years,
unless otherwise defined in the Project Specification. An overhead line shall also be
designed, constructed and maintained in such a way that due regard is given to safety
of the public, durability, robustness, maintainability, environmental considerations and

appearance.

* NOTE The operating period will normally be in the range of 30 years to 80 years.Text level 2, lorem ipsum dolor sit amet,
consectetuer adipiscing elit, sed diam nonummy nibh euismod
tincidunt ut laoreet dolore magna aliquam erat volutpat.
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